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LEGEND, GENERAL NOTES, & SITE LOCATION MAP
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GENERAL NOTES
GENERAL
1. THE CONTRACTOR SHALL COORDINATE UTILITY LOCATES WITH WARREN ADAM, (815) 871-0787.
2. THE CONTRACTOR SHALL FIELD VERIFY ALL EXISTING DIMENSIONS AND CONDITIONS PRIOR TO CONSTRUCTION.  NOTIFY OWNER'S REPRESENTATIVE IMMEDIATELY OF

ANY DISCREPANCY.
3. THE CONTRACTOR SHALL PROVIDE SUPPLEMENTARY SHORING TO THE EXISTING STRUCTURE AS REQUIRED TO SUPPORT THE CONSTRUCTION LOADS.
4. CONTRACTOR IS RESPONSIBLE FOR ADEQUACY OF TEMPORARY SHORING.
5. RAILING AND BASE PLATES SHALL BE REMOVED AND REINSTALLED AS NECESSARY TO PERFORM FORMED CONCRETE REPAIR AND REMOVAL & REPLACEMENT OF

ELEVATED SLABS.  COST SHALL BE INCIDENTAL.
6. CONTRACTOR SHALL BE RESPONSIBLE FOR TRUCKING ALL DEBRIS FROM ROCK RIVER WATER RECLAMATION DISTRICT PROPERTY AS WORK IS PERFORMED.  NO DEBRIS

PAD WILL BE PROVIDED NOR SPACE FOR EXCAVATED MATERIAL.
7. ROCK RIVER WATER RECLAMATION DISTRICT WILL DRAIN FINAL CLARIFIER TANKS AND RINSE THE WALLS AND SLABS WITH WATER PRIOR TO THE START OF WORK.  ANY

FURTHER CLEANING REQUIRED WILL BE THE RESPONSIBILITY OF THE CONTRACTOR.
8. FINAL CLARIFIER TANKS WILL BE DRAINED TWO AT A TIME AND WILL REMAIN DRAINED FOR THE DURATION OF WORK ON THOSE TANKS.

CONCRETE
1. ALL NEW REINFORCEMENT BARS SHALL CONFORM TO ASTM A615, GRADE 60.
2. ALL EXISTING REINFORCEMENT BARS EXPOSED AT CONCRETE REPAIRS SHALL BE FIELD COATED WITH A ZINC-RICH PRIMER.  ACCEPTABLE PRODUCTS ARE NITOPRIME

ZINCRICH BY FOSROC, OR ZINCRICH REBAR PRIMER BY MBTP PROTECTION AND REPAIR.  APPLY PRIMER IN ACCORDANCE WITH MANUFACTURER'S INSTRUCTIONS.
3. ALL REINFORCEMENT SHALL BE FABRICATED IN ACCORDANCE WITH THE ACI DETAILING MANUAL, AND SHALL BE CLEAN AND FREE OF GREASE AND SCALING RUST.
4. PROTECTIVE CONCRETE COVER FOR REINFORCEMENT BARS SHALL BE AS FOLLOWS UNLESS OTHERWISE NOTED ON THE PLANS: SLABS = 2"  WALLS = 2".
5. ALL CONCRETE WORK SHALL CONFORM TO ACI 301, SPECIFICATION FOR STRUCTURAL CONCRETE FOR BUILDINGS.
6. PROVIDE 34" CHAMFER AT ALL EXPOSED CONCRETE EDGES, UNLESS NOTED OTHERWISE.
7. IF FORMED CONCRETE REPAIR CAUSES EXISTING ANCHOR BOLT TO LOOSEN OR DETACH FROM CONCRETE, CONTRACTOR SHALL INSTALL AN EQUIVALENT ANCHOR BOLT

IN THE SAME LOCATION PRIOR TO PLACING CONCRETE PATCHING MORTAR.  OWNER'S REPRESENTATIVE SHALL APPROVE PROPOSED ANCHOR BOLT AND METHOD OF
INSTALLATION PRIOR TO START OF WORK.  COST SHALL BE INCIDENTAL.

8. IF FORMED CONCRETE REPAIR IS ADJACENT TO EXISTING CONTROL JOINT, CONTRACTOR SHALL SAWCUT A CONTROL JOINT IN THE SAME LOCATION TO THE FULL DEPTH
OF THE FORMED CONCRETE REPAIR.  COST SHALL BE INCIDENTAL.

9. ONE INCH MINIMUM REMOVAL DEPTH REQUIRED IN ALL AREAS OF FORMED CONCRETE REPAIR.
10.BONDING AGENT SHALL BE APPLIED TO EXISTING CONCRETE PRIOR TO PLACING ADJACENT NEW CONCRETE.

LANDSCAPE RESTORATION
1. ALL DISTURBED VEGETATED AREAS SHALL BE REPAIRED WITH 4" OF TOPSOIL, SEEDING, FERTILIZER, AND MULCH, OR WITH COMPACTED CA-6 IF IN A PAVED AREA.
2. CONTRACTOR SHALL MINIMIZE PAVEMENT REMOVAL AND PROVIDE CLEAN SAW CUT EDGES.

WS

No. DATE REVISION INT.
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RIGHT OF WAY LINE

PROPERTY LINE

EASEMENT - SANITARY

EASEMENT - TEMPORARY 
CONSTRUCTION

BRUSH OR TREE LINE

FENCE

DITCH FLOWLINE

FENCE - SILT

FENCE - TEMPORARY 
CONSTRUCTION

ROADWAY CENTERLINE

EDGE OF PAVEMENT

CURB & GUTTER

CABLE - OVERHEAD

CABLE - UNDERGROUND

ELECTRIC - OVERHEAD

ELECTRIC - UNDERGROUND

FIBER OPTIC

GAS LINE

TELEPHONE - OVERHEAD

TELEPHONE - UNDERGROUND

PEDESTALS (CATV, ELEC, TELE),
HANDHOLE, GAS METER, ELEC. METER

SANITARY SEWER SERVICE &
   CLEANOUT

SANITARY FORCEMAIN

STORM SEWER

STORM MANHOLE, CATCH BASIN, 
CURB INLET, INLET SPECIAL

DRAINAGE CULVERT

WATER MAIN

WATER SERVICE & WATER SERVICE
   VALVE

FIRE HYDRANT

SOIL BORING

BENCHMARK

MAILBOX

UTILITY POLE W/ GUY WIRE &
  MAST ARM LIGHT POLE

TREE (DECIDUOUS & CONIFEROUS

BRUSH & SHRUB

SPOT ELEVATION

EXISTING SURFACE TYPE
(HOT-MIX ASPHALT, AGGREGATE,
CONCRETE, TURF)

SF
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FOR BID

RAS PUMP REPLACE / REPAIR
2 OF 9
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WATER EDGE
~ ~ ~ ~ ~ ~ ~

7/3/2018

DTL
SHT

SCALE:
DTL

SHT
DETAIL DESC.

AS NOTED
= DETAIL OR SECTION #, SHEET DETAIL OR
SECTION IS ORIGINATED FROM,
DESCRIPTION, AND SCALE.

SEC
SHT

= SECTION #, SHEET SECTION IS SHOWN ON.

= DETAIL #, SHEET DETAIL IS SHOWN ON,
   AND POINT OF VIEW.

UT

CONTOUR - MAJOR

CONTOUR - MINOR

|| || || || GUARD RAIL

| | | | RAILROAD TRACKS

SANITARY MANHOLE & SANITARY
   SEWER

WATER MAIN VALVE

WATER MAIN VALVE WITH BOX

WATER MAIN VALVE WITH VAULT

WATER MAIN REDUCER

GM EM

LEGEND
EXISTING PROPOSED

PAVEMENT REPLACEMENT

AGGREGATE REPLACEMENT

RIP RAP

CAPITAL IMPROVEMENT PROJECT #1859

ABBREVIATIONS
SANITARY
MANHOLE
CLEANOUT
VITRIFIED CLAY PIPE
LINED WITH CURED IN PLACE PIPE
REINFORCED CONCRETE PIPE
DUCTILE IRON
CORRUGATED METAL PIPE
ABANDON(ED)
REMOVE(D)
REPLACE(D)

SAN. =
MH =

C.O. =
VCP =

LINCIPP =
RCP =

DI =
CMP =
ABD.=
REM.=

REPL.=

LINEAR FEET
FEET
SQUARE YARD(S)
EACH
CUBIC YARD(S)
LUMP SUM
PAVEMENT
TYPE
UNKNOWN
ELEVATION
EXISTING
PROPOSED

LF =
FT =
SY =
EA =
CY =
LS =

PVMNT =
TY.=

UNK.=
EL.=
EX.=
PR.=

STABILIZED CONSTRUCTION
ENTRANCE

DITCH CHECK

INLET OR PIPE PROTECTION

EROSION CONTROL BLANKET

SEEDING AREA

PROJECT LOCATION & ACCESS MAP
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K
IS

H
W

A
U

K
E

E
 S

T

RRWRD TREATMENT
PLANT MAIN ENTRANCE

3333 KISHWAUKEE ST.

CONTRACTOR STAGING AREA
PROJECT SITE

ALT. ENTRANCE
FROM BROOKE RD.
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ROCK RIVER WATER
RECLAMATION DISTRICT

 3501 KISHWAUKEE STREET
ROCKFORD, ILLINOIS 61109

(815) 387-7660

Rock  River
Water

Reclamation
District

No. DATE REVISION INT.

FMMFFFMMMMMMMFFFF 1
4

2
4

3
4

4
4

SCALE IN FEET

10 0 10 20

BLDG 1
BLDG 2BLDG 3

BLDG 4
BLDG 5

BLDG 6

REMOVE & DISPOSE OF BUILDING &
ALL APPURTENANCES,

INCLUDING ELECTRIC AND WATER

16" CI DRAIN

14" SLUDGE RETURN, TYP.
(APPROX. LOCATIONS)

5
5

EXCAVATE, CUT & CAP WATER SERVICE

7
5

BLDG #18
AERATION BLDG

6
5

N

DEMOLITION PLAN & EXISTING CONDITIONS
Sheet No.

Date
FOR BID

RAS PUMP REPLACE / REPAIR
3 OF 9

7/3/2018

CAPITAL IMPROVEMENT PROJECT #1859
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ROCK RIVER WATER
RECLAMATION DISTRICT

 3501 KISHWAUKEE STREET
ROCKFORD, ILLINOIS 61109

(815) 387-7660

Rock  River
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Reclamation
District

No. DATE REVISION INT.

6" TYP.

REM. 6" CONCRETE WALL FLUSH WITH TOP SLAB,
TYP. ALL SIDES

6"

SCALE:
4
3

EAST ELEVATION
NONESCALE:

3
3

WEST ELEVATION
NONE

SCALE:
1
3

NORTH ELEVATION
NONE SCALE:

2
3

SOUTH ELEVATION
NONE

6"

8'-5"

17'-0"

8'-5"

21'-0"

12'-0"

8'-5"

12'-0"

17'-0"

REMPVE & REPLACE SWITCH
SEE DETAIL 11 SHEET 8

NOTES
1. EXISTING BUILDING CONTAINS FIBERGLASS BATT INSULATION IN EACH ROOF.
2. EXISTING UPPER CONCRETE SLABS CONTAIN REINFORCING STEEL PINNED

TO THE LOWER CONCRETE SLAB.

6" TYP.

6"

6"

DEMOLOTION BUILDING ELEVATIONS
Sheet No.

Date
FOR BID

RAS PUMP REPLACE / REPAIR
4 OF 9

7/3/2018

CAPITAL IMPROVEMENT PROJECT #1859

REMOVE & DISPOSE OF BUILDING AND ALL APPURTENANCES.

REMOVE & REPLACE SWITCH
SEE DETAIL 11 SHEET 8

Not to be used for bidding purposes



ROCK RIVER WATER
RECLAMATION DISTRICT

 3501 KISHWAUKEE STREET
ROCKFORD, ILLINOIS 61109

(815) 387-7660

Rock  River
Water

Reclamation
District

No. DATE REVISION INT.

SCALE:
5
3

TYP. DEMOLITION SECTION
NONE

REMOVE CONCRETE SLAB 9" THICK, 98 SF
ALONG WITH STEEL CHANNELS, ANCHOR BOLTS, AND STEEL PLATES. THE
EXISTING 7" THICK SLAB REMAINS. EXISTING #4 DOWELS INTO THE 7" SLAB
SHALL REMAIN, CAREFULLY CHIP OUT CONCRETE.

REMOVE & DISPOSE OF
PUMPS & APPURTENANCES

SCALE:
7
3

DEMOLITION DETAIL
NONE

NOTE: SLAB TO BE REMOVED IS PINNED TO SUPPORTING SLAB WITH REINFORCING BAR.

SCALE:
6
3

TYP. DEMOLITION SECTION
NONE

DEMOLITION AT RETURN SLUDGE PUMP, ENLARGED PLAN VIEW
EL. 97.25
NOT TO SCALE

ENLARGE EXISTING SLAB OPENING
SEE SHEETS 6 & 7.

REMOVE CONCRETE SLAB
9" THICK, ±98 SF
REMOVE DAMAGED PORTIONS OF
7" THICK SLAB BENEATH WITHOUT
DISTURBING

EXISTING BUILDING

EX. PCC STRUCTURE

14'-0"

19'-6"

3'-0"

5'-4 1/2"

REM. PUMPS, PIPING, VALVES, &
ALL APPURTENANCES

REM. CONCRETE
HATCH COVERS

REM. WALL SLEEVE PLUG

REM. PCC SLAB EACH
SIDE OF BUILDING

REM. PCC SLAB & CURB
DRAIN SUMP. PROTECT

CONDUIT & JUNCTION
BOX SUPPORTS.

REM. PUMPS, PIPING,
& ALL APPURTENANCES

ORIGINAL LAYOUT;
DOES NOT CURRENTLY EXIST

14'-2"

REM. PUMPS, PIPING, &
ALL APPURTENANCES

REM. UPPER PCC SLAB

REM. PCC HATCH COVERS

(2) 4" & (1) 2" PVC
CONDUIT & PULL
BOX TO REMAIN

EX BLDG

REMOVE CONCRETE CURB
FROM BENEATH BUILDING

PERIMETER WALLS

DEMOLITION ENLARGED PLAN VIEW, DETAILS, & SECTIONS
Sheet No.

Date
FOR BID

RAS PUMP REPLACE / REPAIR
5 OF 9

7/3/2018

CAPITAL IMPROVEMENT PROJECT #1859

NOTES:
1. AFTER STRUCTURE IS SHORED, THE SLAB AND REINFORCING CAN

BE CUT 6" INSIDE FROM EDGE OF HATCH (MAX. CUT AREA 24"x36")
FOR 3'x4' HATCH, REMAINING AREA CHIPPED OUT.

2. CHIP OUT CONCRETE WHILE MAINTAINING EXISTING
REINFORCEMENT, AT LEAST 6" BEYOND NEW HATCH DIMENSIONS.

3. BEND REMAINING #5 AND #6 BARS APPROXIMATELY 2" IN FROM
EDGE OF NEW HATCH (TO PROVIDE 2" COVER OVER
REINFORCEMENT).

4. TIE NEW #5 AND #6 BARS TO EXISTING BARS AT EDGE OF CHIP OUT
AND AT EDGE OF EXISTING BARS BENT PER ABOVE NOTE.

HORIZONTAL CONCRETE REPAIR DETAIL
NOT TO SCALE

REMOVE EX. CONCRETE AND
REPLACE WITH CONCRETE
PATCHING MORTAR

NOTE:
1. WHERE MORE THAN

HALF OF THE DIAMETER
OF THE
REINFORCEMENT BAR IS
EXPOSED, REMOVE
ADDITIONAL CONCRETE
BEHIND THE BAR TO
PROVIDE A MINIMUM OF
3
4" CLEARANCE ALL
AROUND.

SAW CUT
COMPLETELY AROUND
PERIMETER OF PATCH
FOR CLEAN EDGES &
MIN. DEPTH OF 1".

REM. PCC SLAB

REM. PCC SLAB

Not to be used for bidding purposes



ROCK RIVER WATER
RECLAMATION DISTRICT

 3501 KISHWAUKEE STREET
ROCKFORD, ILLINOIS 61109

(815) 387-7660

Rock  River
Water

Reclamation
District

No. DATE REVISION INT.

EXISTING CONDITIONS AT RETURN SLUDGE PUMP, ENLARGED PLAN VIEW
NOT TO SCALE

PROPOSED LAYOUT AT RETURN SLUDGE PUMP, ENLARGED PLAN
VIEW - ±EL. 97.25

NOT TO SCALE

14'-0"

EX. PCC STRUCTURE

4'-0"

BAR GRATING

9
7

8
7

PROPOSED LAYOUT AT RETURN SLUDGE PUMP, ENLARGED PLAN
VIEW - ±EL. 86.75

NOT TO SCALE

2'-0"

2'-0"

2'-0"

2'-0"4'-2"2'-6"

10" PLUG VALVE

EX. PIPING CONFIGURATION

10" PLUG VALVE

EX. 14" WALL PIPE
SEE DETAIL SHEET 7

10
7

10"x14" REDUCER10"x14" REDUCER

HATCH COVER
SEE DETAIL SHEET 7.

1' TYP. 3'-0"

2' TYP.

EXISTING CONDITIONS AT RETURN SLUDGE PUMP, SECTION 1-F4 (FROM ABOVE PLAN)
WITH NOTES FOR THIS CONTRACT

NOT TO SCALE

REMOVE BOLTS &
PLATES

22"Ø ±
.

REMOVE

EX. 7" SLAB TO REMAIN

NOTES:
1. CONTRACTOR SHALL CAREFULLY

REMOVE THE TOP SLAB.  REMOVE
ASSOCIATED TOP SLAB CHANNELS,
ANCHOR BOLTS, & STEEL PLATES
WITHOUT DAMAGING THE ORIGINAL 7"
SLAB.

2. REMOVE 1" MIN. OF THE EX. SLAB
BENEATH THE REMOVED 9" SLAB.

3. CUT DOWELS AND SEAL CUT END WITH
ZINC RICH PRIMER. SEE HORIZONTAL
CONCRETE REPAIR DETAIL.

4. FOLLOWING REMOVAL OF PLATES FROM
UNDERSIDE OF SLAB, CONTRACTOR
SHALL SHORE THE SLAB TO CARRY
STRUCTURAL LOADS DURING
DEMOLITION AND MINIMIZE DEBRIS
FALLING INTO TANK.

EXISTING CONDITIONS, PROPOSED ENLARGED PLAN VIEWS, & DETAILS
Sheet No.

Date
FOR BID

RAS PUMP REPLACE / REPAIR
6 OF 9

7/3/2018

CAPITAL IMPROVEMENT PROJECT #1859

N
N

CONCRETE FILL IN SUMP PER
DETAILS 8 & 9 ON SHEET 7.

Not to be used for bidding purposes



ROCK RIVER WATER
RECLAMATION DISTRICT

 3501 KISHWAUKEE STREET
ROCKFORD, ILLINOIS 61109

(815) 387-7660

Rock  River
Water

Reclamation
District

No. DATE REVISION INT.

SCALE:
8
6

TYP. PROPOSED SECTION
NONE

9.25'

EX. 14" WALL SLEEVE
SEE DETAIL SHEET 6

P.C.C. FILLET

ENLARGE OPENING IN SLAB AS REQUIRED
BY PUMP DIMENSIONS. PROPOSED OPENING TO
BE APPROVED BY ENGINEER.

6'-0"

14"x10" REDUCER

2'-6"

2'-0"

23 1/4"

10" MIN.

EXISTING STRUCTURAL SECTION
(AFTER PUMP BASE/SLAB REMOVAL)

SCALE: NONE

10" PLUG VALVE

10" CHECK VALVE

EL. 97.25

SCALE:
9
6

TYP. PROPOSED SECTION
NONE

4'-2" 2'-6"4'2"2'6" 1'8"

1'-2"

3'-0"

3"

2'-6"
10" MIN.

EX. 14" SLUDGE WITHDRAWL
FIELD VERIFY ELEV. &

MATCH PR. PIPING
ACCORDINGLY

FEILD VERIFY &
MATCH EX. PIPING

FEILD VERIFY &
MATCH EX. PIPING

4'

EX. 14" WALL PIPE

CHECK VALVE

2'

3'-0"

1'-0"

2'-1"±

PROPOSED DETAILS & SECTIONS
Sheet No.

Date
FOR BID

RAS PUMP REPLACE / REPAIR
7 OF 9

7/3/2018

CAPITAL IMPROVEMENT PROJECT #1859

NOTE:
THE CONTRACTOR SHALL REM. THE EX. CONCRETE PLUGGING THE
14" WALL PIPE TO ACCOMMODATE THE 10" PIPING AND LINK SEAL
(TYP. ALL LOCATIONS).  REMOVE ALL CONCRETE SO LINK SEALS
SEAT AGAINST THE WALL PIPE RATHER THAN THE CONCRETE FILL.

10" PIPING

TWO LINK SEALS
BOTH WITH BOLTS ACCESSIBLE

FROM INSIDE THE TANK

REM. EX. CONCRETE PLUG
FROM EX. 14" WALL SLEEVE

SCALE:
10

6
PIPE PENETRATION DETAIL

NONE

EX. 14" WALL PIPE

PROVIDE STAINLESS STEEL PIPE
SUPPORTS SECURED TO CONCRETE
WALL

Not to be used for bidding purposes
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 3501 KISHWAUKEE STREET
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(815) 387-7660

Rock  River
Water

Reclamation
District

No. DATE REVISION INT.

PROPOSED LAYOUT AT RETURN SLUDGE PUMP, ENLARGED PLAN VIEW - ±EL. 97.25
NOT TO SCALE

REM. EX. CONTROL
& CONDUIT. SEE
DETAIL 11 THIS
SHEET.

NEW JUNCTION BOX & SWITCH
BOX, BOTH NEMA 4X STAINLESS

STEEL

PROPOSED ELECTRICAL SITE PLAN & DETAILS
Sheet No.

Date
FOR BID

RAS PUMP REPLACE / REPAIR
8 OF 9

7/3/2018

CAPITAL IMPROVEMENT PROJECT #1859

SCALE:
11

3
RAKE SWITCH RELOCATE DETAIL

NONE

REMOVE THE 2 REVERSE-OFF-FORWARD SWITCHES & REPLACE
WITH NEMA 4XSS BOX PER PLAN.  NEW LOCATION SHALL BE NEAR
THE 2 DRIVE MOTORS. (TYP. FINAL CLARIFIER 5 SOUTH & 6 SOUTH.)

RELOCATE CONDUIT &
ALL APPURTENANCES

RSP 6 CTRL PANEL RSP 5 CTRL OANEL

EQUIP. & CONDUIT SUPPORT MOUNTING STAND DETAIL
NOT TO SCALE

CONCRETE ANCHORS

PREFORMED
CHANNEL

AS REQ'D
(12" MIN.)

4' 6'
-6

" T
O

 P
IP

E
S

U
P

P
O

R
TS

1"± GROUT

NOTES:
1. PREFORMED CHANNEL SIZE & SPACING AS REQUIRED FOR NUMBER & SIZE OF

CONDUITS OR PANELS.
2. ALL PREFORMED CHANNELS, HARDWARE, & CONCRETE ANCHORS TO BE STAINLESS

STEEL.
3. PROVIDE CROSS BRACING & SUPPORT LEGS EVERY 3 FEET FOR PANEL SUPPORTS.

TYPICAL POWER JUNCTION BOX DETAIL
NOT TO SCALE

NOTES:
1. CONTRACTOR TO SIZE BOX & POWER BLOCKS SPACING TO CONFORM TO N.E.C.

REQUIREMENTS.
2. NEMA 4X STAINLESS STEEL ENCLOSURES.

A B C N GND

2"
COPPER POWER
DISTRIBUTION BLOCK

COPPER POWER
DISTRIBUTION BLOCK

W/ SAFETY COVER

ELECTRICAL NOTES:
1. REMOVE THE EXISTING STAINLESS STEEL JUNCTION BOX. REPLACE WITH A NEW

NEMA 4X STAINLESS STEEL BOX, ADEQUATELY SIZED TO HOUSE POWER
DISTRIBUTION BLOCKS AND CONDUITS AS NEEDED. ADJUST EXISTING
SUPPORTS TO ACCOMMODATE THE NEW BOX.

2. MODIFY THE NEW JUNCTION BOX TO ACCOMMODATE EXISTING AND NEW
CONDUIT AS SHOWN. CONDUIT SEALS TO BE WATER-TIGHT.

3. THE FINAL CLARIFIER LONGITUDINAL FLIGHT DRIVE MOTOR AND THE CROSS
FLIGHT DRIVE MOTOR SWITCHES (REVERSE-OFF-FORWARD) SHALL BE
RELOCATED TO A NEW NEMA 4X STAINLESS STEEL BOX. THE BOX SHALL BE
INSTALLED TO NEW CONDUIT SUPPORTS NEAR THE MOTORS. A SEPARATE OR A
COMBINED BOX CAN BE USED FOR DISTRIBUTING POWER TO THE MOTORS.
TYPICAL FOR FINAL CLARIFIER 5 SOUTH AND FOR FINAL CLARIFIER 6 SOUTH.
3-#12 POWER, 1-#12 GROUND, AND 3-#12 CONTROL WIRES FOR EACH MOTOR
ORIGINATE AT MCC8 AND CAN BE EXTENDED FROM THE NEW JUNCTION BOX TO
THE NEW SWITCH BOXES.

4. ¾” DIAMETER CONDUIT TO RELOCATED CLARIFIER FLIGHT DRIVE SWITCHES AND
MOTORS SHALL BE MOUNTED OVERHEAD ON STAINLESS STEEL PREFORMED
CHANNELS WITH STAINLESS STEEL HARDWARE. CLEAR HEIGHT BENEATH
CONDUIT SHALL BE 6'-6” FROM SLAB. 1” CONDUIT TO NEW PUMP CONTROL
PANELS FOR RSP-5 AND FOR RSP-6 SHALL BE MOUNTED ON THE SAME CONDUIT
SUPPORT SYSTEM.

5. CONDUIT SUPPORT SPACING SHALL BE BASED ON CHANNEL SIZE UTILIZED.

6. MOUNT THE PUMP CONTROL PANELS ON A PREFORMED CHANNEL SUPPORT,
SIMILAR TO THE EQUIPMENT MOUNTING STAND DETAIL. CHANNELS AND
HARDWARE TO BE STAINLESS STEEL.

7. SUBMERSIBLE PUMP CABLES TO BE ROUTED THROUGH AN OPENING IN THE
EDGE OF HATCHES AND ROUTED EXPOSED TO PUMP CONTROL PANELS FOR
TERMINATION IN THE PUMP CONTROL PANELS USING POWER BLOCKS SIMILAR
TO ATTACHED DETAIL.

8. FOR EXISTING WIRING THAT IS TOO SHORT TO REACH RELOCATED DEVICES,
INSTALL POWER DISTRIBUTION BLOCKS PER DETAIL AND NEW WIRE TO THE
RELOCATED DEVICES.

9. PROVIDE A WEATHER-TIGHT ENCLOSURE WITH METAL LID HOUSING A 20 AMP
120 VOLT GFCI DUPLEX RECEPTACLE, MOUNTED NEAR THE EXISTING STAINLESS
STEEL JUNCTION BOX.

CONDUIT SCHEDULE
CONDUIT

CONDUCTORS

DESCRIPTION
NUMBER SIZE FROM TO

P1 3
4" 6-#12 PWR,  2-#12 GND JUNCTION BOX FINAL CLARIFIER 5 DRIVE SWITCHES

P2 3
4" 3-#12 PWR,  1-#12 GND FINAL CLARIFIER 5 SWITCH BOX LONGITUDINAL FLIGHT MOTOR

P3 3
4" 3-#12 PWR,  1-#12 GND FINAL CLARIFIER 5 SWITCH BOX CROSS FLIGHT MOTOR

P4 3
4" 6-#12 PWR,  2-#12 GND,  6-#12 CONTROL JUNCTION BOX FINAL CLARIFIER 6 DRIVE SWITCHES

P5 3
4" 3-#12 PWR,  1-#12 GND FINAL CLARIFIER 6 SWITCH BOX LONGITUDINAL FLIGHT MOTOR

P6 3
4" 3-#12 PWR,  1-#12 GND FINAL CLARIFIER 6 SWITCH BOX CROSS FLIGHT MOTOR

P7 1" 3-#6 PWR,  1-#6 GND JUNCTION BOX RSP-5 PUMP PANEL

C8 3
4" 4-#14 CONTROL JUNCTION BOX * RSP-5 PUMP PANEL

P9 N.A. SUBM. CABLE RSP-5 PUMP PANEL WETWELL / PUMP

P10 1" 3-#6 PWR,  1-#6 GND JUNCTION BOX RSP-6 PUMP PANEL

C11 3
4" 4-#14 CONTROL JUNCTION BOX * RSP-6 PUMP PANEL

P12 N.A. SUBM. CABLE RSP-6 PUMP PANEL WETWELL/PUMP

P13 3
4" 2-#12 PWR,  1-#12 GND JUNCTION BOX RECEPTACLE BOX

CONDUIT SUPPORTS (TYP.)

REPLACE EX. JUNCTION BOX

NEW JUNCTION BOX & SWITCH
BOX, BOTH NEMA 4X STAINLESS
STEEL

* USE EXISTING CONTROL WIRES BETWEEN JUNCTION BOX AND VFD PANEL (OLD MOTOR THERMAL SWITCH AND OLD VIBRATION SWITCH)
FOR NEW PUMP MOTOR THERMAL SWITCH TO VFD AND NEW PUMP SEAL LEAK TO VFD BOX THEN TO PLANT CONTROL SYSTEM.

Not to be used for bidding purposes
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P & ID - FINAL CLARIFIERS 5 SOUTH & 6 SOUTH

FINAL CLARIFIER
N6

FINAL CLARIFIER
N5

SCP-1

SCP-2

HS
6420

HOA

HS
6420

HOA

SCUM PUMPING STATION SCUM TO
HEADWORKS

SCUM WETWELL

LSL
6401

LSH
6401

FINAL CLARIFIERS

BAY NO. 2

BAY NO. 1

FINAL CLARIFIER S6
FROM

AERATION
BASINS NO.5

& NO.6

SCUM

SCUM

SCUM

SCUM

REVERSE-OFF-FORWARD
(CROSS FLIGHT)

BAY NO. 2

BAY NO. 1

FINAL CLARIFIER S6

TO CHLORINE
CONTACT TANKS

NEW RSP-5

NEW RSP-6

EXISTING RSP-12

EXISTING RSP-11
HS

6263

HS
6253

HS

YSTSTSTS

PUMP MONITOR
MODULE

(MINI-CAS)

HS

YL HS

TA YA HS

SCYA

SPEED

ALA
RM

AUTO

RUN M
ODE

HS HIK

EXISTING AFD

HOC

REM COMP RUN FAIL RUN SPEED SPEED

YA YA YA SI
ALA

RM

ALA
RM

TEMP

RUNNING

SEAL

SPEED

RESET

SEAL   ALARM

TEMP   ALARM

HAND

FIT
6332

FE
6332

TO AERATION BASINS
NO. 5 & 6

FIT
6332 FE

6332
COMPOSITE

SAMPLER

PV-211

ZI
634 E

HS
6342

WAS
WETWELL

LSH
6345

LSL
6345

LWCO

LIT
6345

WSP-1

HS HIK

EXISTING AFD

HOC

WSP-2

I HS
6320

WASTE SLUDGE
TO GBT

HS HIK

EXISTING AFD

HOC

I HS
6310

AERATION CONTROL BUILDING

WASTE ACTIVATED
SLUDGE PUMPS

RETURN ACTIVATED
SLUDGE PUMPS

TYP. FOR RSP-5 & RSP-6

HS

HS

REVERSE-OFF-FORWARD
(LONGITUDINAL FLIGHTS)

HS
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