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FOUR RIVERS SANITATION AUTHORITY 
ADDENDUM NO. 1 

RFP #25-203 
HVAC Preventative Maintenance 

 
February 12, 2025 

 
AD1-1 Notice 
This Addendum No. 1, dated February 12, 2025, to the Request for Proposals: HVAC 
Preventative Maintenance supersedes all contrary and conflicting information in the 
above-mentioned instructions, specifications, and contract documents which are hereby 
supplemented or revised in certain particulars as follows: 
 
AD1-2 General Information 
FRSA submits Addendum No. 1 to: 

• Provide the list of attendees at the Mandatory Meeting which took place at 10:00 
a.m., February 10, 2025. 

• Answer questions. 

• Provide additional information for filter schedules. 
 
AD1-3 Mandatory Meeting Attendance List 
 

Company Name Representative 

The Stone Group, Inc. Michael Obert 

Nelson Carlson AJ Hoyle 
 
 
AD1-4 Questions & Answers 
 
Question 1: Does the contractor provide filters? 
Answer 1: It is the contractor’s responsibility to purchase and obtain filters in the sizes 

and quantities needed per unit. 
 
Question 2: Is certified payroll to be included with invoices? 
Answer 2: Certified payroll can be sent with invoices. Contractors are required to 

submit certified payroll via the IDOL portal.  
 
Question 3: Does the contractor supply any strainers needed? 
Answer 3: FRSA provides strainers. 
 
Question 4: Who is responsible for the humidifier and condenser cleaning in building 

#31 - Graceffa Administration Building? 
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Answer 4: FRSA is responsible for the humidifier, but all coil cleaning is the contractor’s 
responsibility per the Expected Duties section under each building. 

 
Question 5: What size is the charcoal filter in building #2? 
Answer 5: The charcoal filter has (1) 24x24x2 pleated pre filter and (12) 24x24x1 

charcoal filters.  
 
Question 6: Who coordinates warranty issues/work? 
Answer 6: FRSA staff address warranty issues with the manufacturer. 
 
Question 7: What is the replacement frequency for the 12” HEPA filter at building #28 – 

Laboratory? 
Answer 7: This filter is replaced annually. 
 
Question 8: What does the analysis of the Bryan hot water heater in building #28 

require? 
Answer 8: The Bryan boiler requires an annual combustion analysis. 
 
Question 9: How is the building #28 residential grade heating unit powered? 
Answer 9: It is a gas heater. 
 
Question 10: How are controls issues handled? 
Answer 10: Contractor to coordinate with FRSA staff post warranty. 
 
AD1-5 Additional information for filter schedules: 
 

Building #31 – Graceffa Administration Building 

Unit 
Quantity of 

Units 
Merv 

Rating 
Change 

Frequency Type 

Basement Heat Pump – Lobby 1 11 Annually HEPA 

Building #28 – Laboratory Building 

Unit 
Quantity of 

Units 
Merv 

Rating 
Change 

Frequency Type 

Daikin MAU 1 11 Annually HEPA 
 
 
Proposer shall initial this Addendum No. 1 and include it with their proposal. 
 
 
________Proposer’s Initials 


